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ABSTRACT

This report covers the evaluation of ozone as a stand-al one
treatment in a new cooling tower systemthat has been in
operation for two cooling seasons (sumer only) at the U

S. Mlitary Acadeny, West Point, New York. The results
showed that ozone appeared to have protected the water
contacted equi pnmrent frommneral scale and excessive m cro-
bi ol ogi cal deposits but showed increased, excessive
corrosion of both copper and mld steel. The use of ozone
treatnent for cooling towers appears to be somewhat
effective as a biocide. However, the ozone residuals were
too low and too great a fluctuation at Thayer Hall for

opti mum effectiveness. The |ife cycle cost anal yses
conpared ozone treatnent to conventional chem ca

treat ment.

INTRODUCTION

The U. S. Arny operates nunerous cooling towers associ ated

with chillers and other industrial processing systens. The
water circul ating through cooling towers can be the source

of several costly operations and mai nt enance (O&M probl ens
such as biological fouling, scaling and corrosion.

These probl enms can waste energy by reducing the efficiency
of heat transfer, and they can wear down or danage system
conponents. Such problens are typically mtigated through
the application of chem cal treatnents (i.e., biocides,

anti scal e conpounds, and corrosion inhibitors), but the use
of these chem cals poses its own set of problens.

Envi ronnent al conpliance issues- sone of the nost effective
conpounds, such as chromates used for antiscal e treatnent,
are consi dered hazardous and are banned or tightly



restricted by the U.S. Environnental Protection Agency
(EPA). Chemcal costs arise fromthe fact that different
chem cal s are needed for each problem and in the case of
bi oci des, several chemicals are often required to destroy
resi stant mcroorganisns. Mnitoring and mai nt enance have
procedures which can be very | abor-intensive to conduct,
but failure to conduct themw Il shorten cooling system
life cycle. Taken together, these problens make it highly
desirable for the Arnmy to find effective, cost-efficient
alternative treatnment nmethods for cooling tower water.

For al nost 100 years ozone () has been recogni zed for its
ability to disinfect water, but ozone has been used to
treat cooling tower water only since the 1970s (U. S
Department of Energy 1995). (Ozone treatnent system

manuf acturers claimthat ozone is nore effective than
chorine in destroying di sease-causi ng bacteria such as
strains linked to Legionnaires' disease. Ozone also is
attractive froman environnental standpoint because it is a
short-lived formthat rapidly reverts to diatom c oxygen
(@2), as opposed to chem cal biocides, which concentrate in
cooling systens over tine and may contam nate public water
treatnent systens when purged via bl omdown. Furthernore,
anecdotal reports from ozone users and vendors suggest that
ozone can control certain kinds of scale and corrosion.
Consequently, interest in ozone as a stand-al one
alternative to conventional chem cal treatnments has been
growi ng. However, independent data are not available to
substantiate the w de-ranging clains of ozone proponents.

To investigate ozone's effectiveness as a biocide in
cooling towers as well as anecdotal clains about additional
ozone benefits, the U S. Arny Construction Engineering
Research Laboratories (USACERL) denonstrated and eval uated
ozone water treatnent technol ogy on a new cooling tower
installed at the U.S. Mlitary Acadeny, West Point, NY.
The research was conducted under the Arny's Facilities
Engi neeri ng Applications Program (FEAP). The objective of
this project was to investigate the use of ozone as a
stand-al one cooling water treatnent at Thayer Hal
(Building 601), US Mlitary Acadeny (USMA) at West
Point, NY, and determne its effectiveness and cost -

ef ficiency versus conventional chem cal treatnents.

EXPERIMENTAL PROCEDURES

To eval uate ozone as a stand-alone treatnent, the

technol ogy's performance was nonitored relative to industry
standards for good protection of cooling tower system

equi pnent. Good protection requires the prevention of



scal e due to water-soluble mnerals, corrosion control of
all systemnetals, mcro-biological organismcontrol and
control of deposits frommaterials suspended in the system
water. This investigation included all of the follow ng
eval uation techni ques: system water analysis, corrosion
rate determ nations, mcro-biological analysis, deposit
accumnul ation rates and equi pnment i nspections.

A bypass test |oop shown in Figure 1, was installed around
the two punps in the circulating water system The | oop
contained insertion points for two |inear polarization
corrosion nonitor probes and eight nmetal specinens for
corrosion nonitoring, plus one BI°GEORGETM el ectrode for

m cr o- bi ol ogi cal noni toring.

Figure 1. Schematic of test |oop.

To coll ect baseline data, one site visit was nmade before
ozone was fed into the systemfor the 1993 air conditioning
season. Three site visits were made during the 1993 air
condi tioning season to collect data, renove and repl ace the
steel corrosion-test coupons, renove and replace chart
paper, and collect water and deposit sanples for |aboratory
anal ysis. Any cooling system equi pnent that was accessible
during the site visits was inspected-primarily the cooling
tower and basin. The condenser portion of the chiller and
circulating water line interiors were not available for

i nspection either before, during, or after the cooling
season.

Site inspections were perforned by Puckorius & Associ ates,
Inc., Evergreen, CO. Water analyses and corrosion rate
determ nations were perfornmed in the Puckorius | aboratory.
Deposit anal yses were performed by a subcontractor

| aboratory, Structural Integrity Associates, Inc., of San
Jose, CA. (zone anal yses of cooling water were perfornmed
on-site using the indigo-trisulfonate calorinetric method
(Met hod #8311, Hach Co., Lovel and CO 80539).

Physical Plant and Ozone Generator Data

Cool i ng System -The cooling tower system provides cooling
water for the heating, ventilating, and air conditioning
(HVAC) system at Thayer Hall. 1t consists of two York 900
ton absorption refrigeration nmachi nes, which are used one
at a tinme. The condenser tube material is 95-5 copper-

ni ckel . Condenser tube sheets are mld steel, as are the
wat er boxes and all circulating piping. Valves are mld
steel, and circulating punp housings are cast iron with
bronze inpellers.



This cooling systemutilizes three 300 ton Marl ey cross-

fl ow gal vani zed-steel towers wth stainless steel basins.
The three basins are connected to a conmon suction (supply)
header. Fill is honeyconbed filmfill polyvinyl chloride
(PVQ); fan blades are alum num Design tenperature drop of

hot to cold water through the cooling towers is 16 °F, but

can range from14 °F to 23 °F. The return water is
proportioned to both ends of the three towers. See Figure
2. Each tower has a circulating water capacity of 870

gal lons per mnute (gpm. Thus, 2610 gpm of water is
recircul ated when the systemis operating.

Figure 2. Schematic of cooling system

Ozone Cenerator- The ozone generator was supplied by
Advanced Oxi dation Systens, Inc. of Wayne, NJ. The
generator has a capacity of 6 | b of ozone per day. At a
nom nal circulation rate of 2700 8pm the maxi mum

t heoretical concentration of ozone would be 0.185 ppm
However, the power on the generator was set bel ow design,
general |y at about 50 percent of capacity. Consequently, a
maxi mum of 0.09 to 0.10 ppm of ozone fed into the cooling
wat er. Ozone anal yses on tower sunp water ranged from 0. 02
to 0.05 ppm

Ozone Feed System The feed systemutilizes a uni que ozone-
l[ift mxing systemas seen in Figure 3. The ozone-air

m xture fromthe generator is fed into a venturi that draws
water fromthe tower sunp and lifts it into a m xing
chanber. The m xture of air and water has a slightly

hi gher pressure (head) than the tower basin and therefore
the water flows back into the tower basin. A vent fromthe
m xi ng chanber to the top of the tower gets rid of the off-
gas (nitrogen, air, and sone ozone) to the atnosphere.

Two cooling towers are fed by this system The third tower
had been fed by neans of an inline static m xer shown in
Figure 4. However, this arrangenent allowed water to flow
back into the generator when the systemwas down, in spite
of a backfl ow prevention | oop, causing generator damage.
Figure 3. Schematic of "ozone-lift" m xing system

Figure 4. Schematic of inline static m xer.

RESULTS

DATA COLLECTED



Wat er Anal yses- Makeup water sanples were taken at the sane
tinme as the tower water sanples in order to calculate the
m neral relationships. The nakeup water is a corrosive
water with | ow hardness and low al kalinity, typical of
Catskill-area surface water. The May 11th cooling tower
wat er sanple, taken before the ozone feed was started, had
only been concentrated about two tinmes, but the cal cium and
magnesi um val ues were hi gher than can be accounted for by
two cycles of concentration (COC). This indicates that
scal e deposited in the previous year, during no-treatnent
condi ti ons, was being dissolved by the water. The
Langelier Saturation Index (LSlI), the Ryznar Stability

I ndex (RSI), and the Puckorius Scaling Index (PSI) can

i ndi cate whether tower water is corrosive, i.e., non-scale-
form ng (Puckorius, Septenmber 1983). Al three indices
showed the water to be non-scal e-form ng.

The June 22nd cooling tower water sanple which was taken 2
weeks after ozone feed was begun, showed about 7 COC.
Calcium alkalinity, and silica were precipitating and
causi ng deposits. The nore sol ubl e magnesi um chl ori de,
and sulfate ions were concentrating sonmewhat |linearly. The
LSI indicates that the circulating water was only slightly
scale-formng at +1.12, assumng that an LSI of 0.00 is
theoretically neither scale-form ng nor scal e-dissol ving.
However, experience has shown that a stable water may have
an LSI between +1.0 and +2.0 w thout form ng scal e.
Therefore, according to the LSI, the water sanpled on 22
June is very nearly stabl e-neither scal e-form ng nor scal e-
di ssolving. The RSI also indicates that the water is very
nearly stable (approximately 6.0). The PSI, also
approximately 6.0, shows it to be slightly scal e-di ssol ving
(slightly corrosive). The reason that the analysis of this
concentrated water cal cul ates as non-scale-formng is that
sone calciumand alkalinity ions have cone out of solution
as cal cium carbonate and caused deposits, and the
calculations for the indices reflect this. The water had
beconme supersaturated with cal ciumand al kalinity upon
concentrating, but as the cal cium carbonate came out of
solution, the water renained saturated wth these ions (but
seem ngly stable).

The July 20th and August 5th cooling tower water sanples,
taken during routine ozone treatnent, show high
concentrations of magnesium chloride, and sulfate, but

| oner concentrations of calcium alkalinity, and silica.
The various cal cium carbonate scaling indices indicate a
near-stable water, but at 15 and 19 COC this indication is
not likely to be accurate. Calciumand alkalinity had
precipitated out, form ng deposits, and this is typical of



ozone-treated tower waters. Wiite particles are generally
found in the basins of the towers, and may result in sone
scal e on the heat exchange surfaces of the condenser, and
often on the cooling tower fill. Examnation was |limted
wi th the condenser not being inspected, and the cooling
tower did not show appreciabl e deposits.

| f one was to calculate a theoretical scaling index using
t he sane nunber of concentrations of cal cium and

al kalinity as there are COCs of chlorides, the PSI for the
20 July sanple would be 3.38. This is an extrenely scal e-
form ng val ue-one that would require an extrenely high
application of anti-sealant in a chem cal treatnent
program Even then, an anti-seal ant m ght not work.
Therefore it can be concluded that scal e was being
deposited within the cooling tower system

The theoretical PSI for the 5 August sanple cal cul ates as
4. 66-again a severe scale-formng condition, while the
actual PSI (6.43) was non-scaling. A sinple deposit

anal ysis showed sone effervescence from cal ci um carbonate
on the mld steel test coupons when they were cl eaned, but
there was no reported |l oss of efficiency due to scaling in
the operation of the chiller. Because there are two
chillers operating alternately, not together, it is not
known if there have been deposits within either of the
condensers, or to what degree. The condensers were to be
exam ned for scale when they are opened during the Wnter
of 1993-1994. No data have been obt ai ned.

Corrosi on Study-Corrosion nonitoring nmethods used in this
study were indirect, and utilized both corrosi on coupons
of mld steel (representing the water |ines and condenser
tube sheet and water box); copper (typical of condenser
tubi ng but not found at USMA); gal vanized m | d steel
(cooling tower conponents); Admralty brass (70% copper
and 30% zi nc-al so typical of condenser and ot her heat
exchanger tubing, but not found at USMA); copper (95%

ni ckel (5%, which is not typical for condenser tubes but
found in the condensers at USMA;, copper (90% nickel
(10%, also not normal for condenser tubes and not used at
USMA; and al umi num grade AL 1100 (not comon in cooling
wat er systens and not used at West Point). The netals not
used at USMA were included in the study for possible
reference to nmetals used at other Arny installations.

Anot her indirect corrosion nonitoring technique used a
| inear polarization nonitor that provides instantaneous
corrosion rate testing. A mld steel probe was utilized
on this device. A third nonitoring nmethod was used to



detect specific mcro-biological-caused corrosion. This
met hod enpl oyed a specialized |inear polarization nonitor
systemcall ed the Bl °CEORGETM biofil mnonitor. Table 1
summari zes the results.

Results for MId Steel- The test coupons were all heavily
encrusted with small carbuncles of iron oxide when

renoved, and even had copper plated on the netal surfaces.
When cl eaned, all coupons showed active corrosion,

including pitting. For mld steel, general corrosion

rates of 5to 7 mls per year (npy) may be acceptable in
sonme cooling tower systens. However, pitting corrosion in
excess of these rates is unacceptable. Therefore, the
results were clearly unacceptable for mld steel.

The corrosion nonitor for mld steel read about hal fway
between the zero and 10 npy (4-6 npy) on the chart, which is
about the sane rate calculated for the test coupons.
However, the nonitor results did not track the actual netal

| oss apparent on the test coupons, possibly as the result of
iron oxide accumul ation on the nonitor el ectrodes.
Nevert hel ess, results were unacceptabl e because general
corrosion rates were high and pitting corrosion was evident.

Results for Copper Alloy- Al of the copper, Admralty
brass, and copper-ni ckel coupons were covered with a dark
brown | oosely adherent coating. Except for the copper-

ni ckel sanples, all ozone-exposed sanples were darker than
the sanme netal coupons exposed to standard cooling water
treatments. This dark color indicates excessive corrosion.
Copper alloys that are adequately protected will be clean
and close to original color and appearance. Corrosion
rates of greater than 0.1 npy for copper, Admralty brass,
and copper-ni ckel are unaccept abl e.

The results of corrosion coupons (Table 1) show copper to
be high (0.18-0.34 npy); and not acceptable. Admiralty
brass corrosion was excessive (0.34-0.51 npy); and thus not
acceptable. Copper/nickel was only slightly high at 0.13
mpy, which is acceptable. Galvanized steel and al um num
coupons | ooked even worse than their neasured corrosion
rates of 5 and 7 npy, respectively. Attack was so that
nei ther nmetal should be considered for use with ozone.
Only the two stainless steel coupons had corrosion rates
t hat woul d be consi dered acceptable, at 0.080 npy for 304
stainless and 0.103 for 316 stainless. A |large anount of
red iron oxide was found in the stainless pans of the
towers, about 0.125 in. deep. Sone white particles were
separated from a deposit sanple and anal yzed by energy

di spersive x-ray. The white particles were conposed of
zinc (probably as zinc carbonate), calcium (probably as



cal cium carbonate and calciumsilicate), silica, and iron
and copper corrosion products. The deposit, as found,

anal yzed as iron, copper, and zinc corrosion products, plus
calcium as the carbonate, as indicated by effervescence in
aci d.

Table 1. Summary of corrosion coupon results.

M cro- bi ol ogi cal Study- The m cro-biol ogi cal nonitoring was
performed by Structural Integrity Associates (SIA), Inc.,

of San Jose, CA under subcontract to Puckorius &

Associ ates, Inc A portion of the testing was conducted
using a device called the Bl °GEORGETM m cr o- bi ol ogi cal
corrosion nonitor; the results were tracked for
experinmental purposes to conpare with the conventional test
met hods enpl oyed.

The Bl °GECRCGETM corrosion nonitor, which uses a mld steel
probe, showed that little or no biofilmhad grown during

t he exposure period, but some big-corrosion was detected.
Active corrosion-causing mcrobes were found on the probe,
whi ch showed consi derabl e corrosion fluctuation and sone
pitting. This suggests that (1) big-corrosion had occurred
during the exposure period and (2) ozone residuals had
probably varied considerably fromhigh |levels to none.
Wil e the Bl °GEORGETM probe indicated relatively high
counts of bacteria present in the cooling water,
conventional testing of wetted tower surfaces reveal ed no
bi of i | m gr owt h.

COST ANALYSIS AND OBSERVATIONS
LI FE- CYCLE COST ANALYSI S

Based on the field investigations made at Thayer Hall,
reduced scaling wll allow tower punps to run nore
efficiently and with | ess mai ntenance. |ncreased
efficiency of equipnment wll reduce energy requirenents and
el ectrical use. Wth less scale buildup in the lines, heat
transfer also will inprove. |In addition to better heat
transfer and reduced energy needs, the use of chemcals is
elimnated and the required anount of makeup water is
reduced. The annual estinmated savings for Arny-w de
application is approximtely $2.25 mllion. Table 2
summari zes the potential savings reported in Appendi x C

Table 2. Estimated life-cycle cost savings for ozone
treatment (versus conventional nethods).



OBSERVATI ONS

Scal e and Deposits- There has been no indication of
scal e on heat exchange surfaces (condenser) due to | oss
of efficiency, but there has been no inspection of the
condenser for verification. Deposits were found in the
cooling tower and basin. These were anal yzed and
showed both scal e deposits (calciumand silica) as well
as corrosion products (iron oxide); copper (from
condenser tubes); and zinc (from gal vani zed st eel
cooling tower).

M cro- bi ol ogi cal Growm h- No apparent bi ol ogical
deposits were found in the towers at Thayer Hall during
the site visits. However, two other nethods for
nmoni t ori ng m cro-biol ogi cal organi snms and deposits were
utilized. One nmethod was the incubation of cooling

wat er sanples to determ ne the | evels of m crobes
present. The use of MC kits (Big-industri al
Technol ogi es) reveal ed the presence of slinme-formng
(deposi t-produci ng) bacteria and corrosive bacteria
(anaerobi c and aci d-producing). The second net hod was
to culture deposits found on the Bl °GEORGETM bi ofil m
probe. This method detected the sane m cro-organi sns
found in the water sanples. The analysis showed | evels
of 105 and 106 CFU (col ony-form ng units) per
mlliliter of sanple. Good |evels of m crobiol ogical
control range from103 to 104 CFU M, so the |levels
detected in the water sanples and on the biofil m probe
in this denonstration were too high to be considered
good.

CONCLUSIONS AND RECOMMENDATIONS

The concl usions for the USMA ozone technol ogy
denonstration are as foll ows:

-Ozone perfornmed satisfactorily at Thayer Hall as a

st and- al one bi oci de, but two separate testing nodes
detected m cro-biol ogical deposits in excess of |evels
normal Iy consi dered desirable, and sone test coupons
exhi bited m crobe-i nduced corrosion.

-Scal e deposits occurred during the denonstration, but
no loss in systemefficiency was detected. Cooling
tower deposits may require frequent cleaning, however.
-Corrosion-especially pitting-was excessive and
unacceptable for mld steel, galvanized steel, copper,
Admralty brass (90% copper, 10% zinc), and al um num



-Corrosion of copper/nickel alloy was |ow and
accept abl e.

-Corrosion of stainless steel was negligible.

-Ozone residuals generally were too | ow during the
denonstration period, and fluctuated too nuch for
opti mum wat er treatnent effectiveness.

The Thayer Hall cooling systemcontains mld steel (lines),
gal vani zed steel (cooling tower), and copper/nickel
(condenser tubing). Based on the final condition of test
coupons made of mld steel and gal vani zed steel, it can be
concluded that the lines and cooling tower experienced
unacceptabl e corrosion rates during the denonstration
treatnent. This conclusion inplies that continuous ozone
treatnent of the cooling water in the Thayer Hall system
woul d cause premature | eaks, requiring early repair or
possi bl e replacenent. Based on the test findings for the
copper/ nickel test coupons, it nmay be concl uded that
condenser tubing stayed within acceptable corrosion rates.

It is concluded that ozone cannot serve as a stand-al one
cooling water treatnment for the USMA Thayer Hall cooling
system or for other systens el sewhere that are simlar in
terms of material conposition and makeup water. USMA's
dual -chill er design could provide uninterrupted cooling
service to Thayer Hall using ozone treatnent, but only if
USMA were to nake a | arger investnent in |abor and
materials for cleaning. Furthernore, because the Thayer
Hal | system principally conprises netals that perforned
poorly in ozone exposure, stand-al one ozone treatnent of
the cooling water would create a higher risk of equipnent
damage or premature failure due to corrosion

In sunmmary, it is concluded that ozone technol ogy as a
stand-al one water treatnent technol ogy cannot offer the
requi red corrosion protection provided by standard nmultiple
chem cal treatnents. It is further concluded that site-
specific conditions nmust be considered to correctly
determ ne whet her ozone treatnment can either partially or
entirely replace standard chem cal treatnents for cooling
tower water. Quidelines are available in the literature
(e.g., Puckorius, Septenber 1991) that could hel p other
Arny installations determ ne whether ozone treatnent is a
useful, cost-effective alternative to standard net hods.

Recommendations
It is recoomended that the ozone feed system at Thayer Hal

be inproved to provide better, nore reliable feed and
delivery. It is further recommended that the system be



nmoni tored frequently enough by operations personnel to
detect and correct wide fluctuations in ozone residual
levels. Also, it is recomended that a | onger m xi ng
chanber, such as on the tower at the Oficers's Cub, be
installed on the Thayer Hall system
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Table 1. Summary of corrosion coupon results.

Coupon # Exposure Dates # Of Days Weight Loss MPY
T7921 06/23/93-07/20/93 27 0.2058 gramn  6.35
T7922 06/23/93-08/05/93 45 0.3023 5.86
T2926 07/20/93-08/05/93 16 0.4638 24.15
T2923 06/23/93-10/25/93 124 0.6523 4.38
T2928 08/05/93-10/25/93 81 0.6971 7.07
T2929 08/05/93-10/25/93 81 0.7017 7.22

Copper - Grade CDA 110 (f =.737)

Coupon # Exposure Dates # of Days Weight Loss MPY
1811 06/23/93-07/20/93 27 0.0099 gram  0.270
1812 06/23/93-08/05/93 43 0.0103 0.187
D2108 07/20/93-08/05/93 16 0.0074 0.341
D2109 08/05/93-10/25/93 81 0.0211 0.192
D2110 08/05/93-10/25/93 81 0.0233 0.212
Admiralty-Grade CDA443 (f = .769)

Coupon # Exposure Dates # of Days Weight Loss MPY
AB32 06/23/93-07/20/93 27 0.0122 gram  0.347
A939 07/20/93-08/05/93 16 0.0105 0.515
95:5 Cu:Ni Grade 704 (f = .733)

Coupon # Exposure Dates # of Days Weight Loss MPY
01 08/05/93-10/25/93 81 0.0144 gram  0.130

304 Stainless (f = .826)



Coupon # Exposure Dates # of Days Weght Loss MPY

04 06/23/93-07/20/93 27 0.0026 0.080
316 Stainless (f = .826)

Coupon # Exposure Dates # of Days Weght Loss MPY
A1246 07/20/93-08/05/93 16 0.0021 0.103
Galvanized Steel (f = .833)

Coupon # Exposure Dates # of Days Weght Loss MPY
52 06/23/93-07/20/93 27 0.1614 4.98
Aluminum Grade AL1100 (f = 2.419)

Coupon # Exposure Dates # of Days Weght Loss MPY
A0503 08/05/93-10/25/93 81 0.2368 7.07

90:10 Cu:Ni Grade 706 (f =.733)
Coupon # Exposure Dates # of Days Weght Loss MPY
01 08/05/93-10/25/93 81 0.147 0.133

Table 2. Estimated life-cycle cost savings for ozone treatment (versus conventional
methods).

Cost Category Savings

MAINTENANCE SAVINGS$34K

ENERGY REDUCTION SAVINGS $1660K
ELIMINATION OF CHEMICALS $360K

REDUCTION OF MAKEUP WATER $200K
TOTAL ANNUAL SAVINGS ARMY WIDE $2250K



